Introduction
Vapor compression is a reliable and robust desalination technology that is attractive because of its capacity to treat large volumes of water with a wide range of salt concentrations. However, compared to other major desalination technologies such as reverse osmosis, mechanical vapor compression has had relatively high operating and capital costs. New innovative developments in compressor and evaporator designs make it possible to reduce energy consumption so it is a more competitive alternative. Texas A&M University has developed an advanced vapor-compression desalination system that operates at high temperatures. Advanced sheet-shell latent heat exchangers promote dropwise condensation allowing small temperature and pressure differentials between the saturated boiling liquid and the condensing steam, hence reducing the energy requirements. This newer system consists of a train of non-scaling evaporators arranged so feed water flows countercurrently, recovering heat from both the condensate stream and the concentrated discharge brine. A high-efficiency gerotor compressor provides the compression work required to return saturated steam to the initial stage of the evaporator train. An experimental investigation of hydrophobic copper plates described below shows that extraordinarily high heat transfer coefficients can be attained. The gerotor compressor is particularly advantageous for applications where either electricity or mechanical energy is available. Extensive studies in dropwise condensation show that for low temperature differentials across the hydrophobic plate, heat transfer coefficients will increase with elevated steam pressures. According to the data described in this study, dropwise condensation of saturated steam and forced-convection boiling of saturated water separated by a thin hydrophobic copper plate result in ultra-efficient heat transfer. The forced convection in the water chamber is produced by a liquid jet ejector. Figure 1 shows the advanced mechanical vapor-compression desalination system. In this example, three evaporator stages are illustrated, but fewer or more could be employed . The left-most evaporator is at the lowest pressure and the rightmost evaporator is at the highest pressure. In the left-most evaporator, the vapor space above the boiling water is connected to the compressor inlet. The work added to the compressor causes the discharged steam to be superheated. The superheat is removed in the desuperheater.
Advanced mechanical vapor-compression desalination system
The saturated high-pressure steam that exits the desuperheater enters the condensing side of the right-most evaporator. As this steam condenses, it evaporates water from the boiling side thereby producing steam that can be fed to the middle evaporator. In the middle evaporator, the steam condenses, which causes more steam to be produced on the boilingwater side. This steam then enters the left-most evaporator where it condenses and evaporates water from boiling side. The water evaporated from the boiling side enters the compressor, as previously described. The evaporators are operated at elevated temperature and pressure, which accomplishes the following: (a) the physical size of the compressor is reduced, thereby reducing its cost and (b) in the evaporators, high heat transfer coefficients are obtained. The primary disadvantage of operating at elevated temperature is that it promotes scaling on heat exchanger surfaces, primarily from salts with "reverse solubility," i.e., those salts in which the solubility decreases at elevated temperature. Examples of reverse solubility salts are calcium carbonate, magnesium carbonate, calcium sulfate, and magnesium sulfate. Commonly, to limit scaling, the maximum heat exchanger temperature is ~120 o C; however, at this temperature and pressure, the compressor is physically large and heat transfer coefficients are poor. It is highly desirable to increase the operating temperature, which requires methods to address scale formation such as the following: (a) remove carbonates from the feed water by acidification and stripping the resulting carbon dioxide; (b) remove sulfates via ion exchange; (c) promote salt nucleation in the bulk fluid rather than on surfaces; (d) abrade heat exchanger surfaces with circulating "cleaning balls" commonly made from rubber; and (e) apply non-stick coatings to heat exchanger surfaces. In the evaporators, the steam-side heat transfer coefficient improves up to 30% by inducing shearing steam on the condensing surface; the liquid-side heat transfer coefficient improves with forced-convection boiling. This can be accomplished using an internal jet ejector powered by a pump. To preheat the feed to the evaporators, a sensible heat exchanger is employed, which exchanges thermal energy between the incoming feed water and the discharged distilled water and concentrated brine. As shown in Figure 1 , the preheated feed water is fed to the left-most evaporator. In a countercurrent series manner, the brine exiting the left-most evaporator is directed to the middle evaporator and the brine exiting the middle evaporator is directed to the right-most evaporator. As the brine flows from left to right, it becomes ever more concentrated. In the left-most evaporator (lowest brine concentration), the pressure ratio between the condensing steam and boiling water is minimal. In the right-most evaporator (highest brine concentration), the pressure ratio between the condensing steam and boiling water is maximal. Because noncondensable gases are present in the feed water, it will be necessary to purge them from the system. The purged gases exit with steam, which is sent to a heat exchanger that preheats the incoming feed to the left-most evaporator.
Mass and energy balance
The steam-side energy balance (Lara, 2005) is
where q = rate of heat transfer (W) 
where m f = rate of saltwater feed flow (kg/s) m b = rate of exiting brine flow (kg/s) m v = m f -m b = rate of vapor flow to the next effect (kg/s) H v = specific enthalpy of vapor going to the next effect (J/kg) H f = specific enthalpy of saltwater feed (J/kg) H b = specific enthalpy of exiting brine (J/kg) Using the boiling temperature as a reference, the enthalpy H f can be calculated from the specific heat of saltwater C pf (J/(kgּ°C))
where T b = temperature of brine exiting latent heat exchanger (°C) T f = temperature of saltwater entering latent heat exchanger (°C) At steady-state flow conditions in the evaporator, for seawater feed, the saltwater concentration in the right-most evaporator has been set to 7%. Under these circumstances, there is an appreciable boiling point elevation. The vapor leaving the evaporator solution is superheated by about 1.5 °C, which corresponds to the boiling point elevation. Using the boiling temperature as a reference (i.e., H b = 0), the specific enthalpy H v of the leaving vapor equals the latent heat of vaporization plus the sensible superheat. However, the sensible superheat is small so it is approximately true that H v is the latent heat of vaporization, which is h fg . With this simplifying assumption, the steady-state evaporator energy balance derived using Equations 1 to 3 becomes:
Pressure drop in the heat exchanger
For two-phase flow inside horizontal tubes and channels (ASHRAE Fundamentals Handbook, 2001) , the pressure gradient is the sum of frictional and momentum terms friction momentum dP dP dP dz dz dz
Detailed analysis of the pressure drop in the hydrophobic heat exchanger was performed by Lara (2005) , and it was concluded that pressure drop in the sheet-shell heat exchanger is not a major issue. As described below, the advanced mechanical vapor-compression desalination system has two key components: (1) hydrophobic heat exchanger, and (2) high-efficiency compressor.
Hydrophobic heat exchanger
An extensive experimental investigation on hydrophobic heat exchangers was performed . The study shows dropwise condensation on the condensing surface and forced-convective boiling on the boiling surface make a very efficient heat transfer mechanism that delivers heat transfer coefficients of the order of 277 kW/(m 2 ּ°C) for 0.2-mm-thick vertical copper plates coated with 2.54-µm-thick hydrophobic Ni-P-PTFE coating for steam at 827 kPa. The extraordinarily high heat transfer coefficient requires small pressure differentials between the condensing and the boiling chambers, hence the compression energy requirement of the system is small. Hydrophobic heat exchangers perform best at high pressure (Rose, 2002) ; therefore, the compressor must operate at high pressures and small compression ratios. The mechanical vapor-compression system described in this study uses an innovative gerotor compressor, which is now commercially available from StarRotor Corporation (Murphey et al., 2010) . During the experimental investigation, heat transfer coefficients were measured in vertical heat exchangers. Two different square, thin-sheet plate designs were tested. One had rounddimpled spacers, and the other had round-shaped vertical-grooved spacers. In both cases, the experimental plates were mounted in a sealed two-chamber apparatus with condensing saturated steam on one side and boiling liquid water on the other ( Figure 2 ). The liquid-side heat transfer mechanism employed either natural or forced convection pool boiling of saturated water. The steam-side heat transfer mechanism was condensing saturated steam with either filmwise or dropwise condensation.
Apparatus and procedure
The experimental apparatus is tailored to observe and manipulate key heat transfer variables. The apparatus ( Figure 2 ) consists of two sections: (1) a boiling water chamber and (2) a condensing steam chamber. Both chambers are made of stainless steel 304 and are divided by the test plate. The whole assembly is bolted together. To prevent leakage, a gasket is placed between each side of the test plate and frame. Data were collected only after steady state was achieved. High-pressure steam enters valve V1 into cyclone C1 where liquid is separated, thus ensuring the steam quality entering the apparatus is 1.0. Pressure regulator V2 sets the condenser pressure, which is measured by pressure gauge P. The steam enters the condenser, which has a 3.2-mm gap that is set by the thickness of the aluminum plate inserted into the condenser. At the bottom of the condenser, condensate flows into sight glass S2. By manually opening valve V4, the liquid level in sight glass S2 can be maintained constant. The drained liquid is collected in graduated cylinder G1 and is measured over a 90-s interval. (Note: This manual method of collecting condensate was more reproducible than steam traps.) The rate of shearing steam flowing past the plate is regulated by valve V3. Cyclone C2 separates liquid entrained with the shearing steam. The collected liquid enters sight glass S3; by manually opening valve V5, the liquid level in sight glass S3 is kept constant. The drained liquid collected in graduated cylinder G2 is measured over a 90-s interval. The steam exiting cyclone C2 enters heat exchanger HX2 where it condenses and is collected in graduated cylinder G3 over a 90-s interval. The amount of liquid collected in graduated cylinder G3 is compared to the amount of liquid collected in both graduated cylinders G1 and G2 so that the ratio R of each flow can be measured. Knowing the gap g (3.2 mm), the plate depth, and the steam density allows the velocity of the shearing steam v to be measured.
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The boiling side is flooded with tap water; sight glass S1 ensures the liquid level is kept constant. If necessary, excess liquid can be drained or make up water added by manually opening three-way valve V6. The steam evaporated from the boiler enters heat exchanger HX1 where it condenses. The condensate is heated to saturation using electric resistance heater E1. If necessary, make-up steam can be added to the boiler by opening valves V7 and V8.
To induce forced convection in the boiler, a pump circulates the liquid. An all-metal flow meter measures the rate of circulating liquid. Knowing the gap f and the plate dimensions, the liquid velocity can be calculated.
To ensure that noncondensable gases are removed from the system, valves V9 and V10 allow a small stream to be purged to the atmosphere. The temperature differential ΔT between the steam side and the liquid side is set by the amount of cooling water flowing through the heat exchanger HX1, the amount of make-up steam added through valves V7 and V8, and the heat added through resistance heater E1. The differential pressure between the two chambers is measured using differential pressure gauges DP1 and DP2. One operates from 0 to 2 psid (0 to 13,800 Pa) and the other operates from 0 to 10 psid (0 to 69,000 Pa). The measured pressure differential ΔP between chambers and the steam pressure P allows ΔT to be determined using steam tables. Four thermocouples measure the temperatures in each quadrant of the condenser. Similarly, four thermocouples T5 to T8 measure the temperatures in each quadrant of the boiler. Because thermocouples are not particularly accurate, they were not used to measure ΔT across the test plate. Instead, their purpose was to ensure uniform temperatures in each quadrant of the boiler and of the condenser. Using steam tables, the thermocouple readings were found to be consistent with the readings taken by the pressure gauge P and differential pressure gauges DP1 and DP2. Thermal losses from insulation are calculated by opening valves V7 and V8, which equalizes the pressures in both chambers with saturated steam so there is no temperature difference across the plate. The condensate is collected and used to determine the heat loss through the steam-side insulation. This collected steady-state condensate serves as the baseline, which is subtracted from the condensate collected in both graduated cylinders G1 and G2 during the experiments; the net condensate collected (m) is substituted in Equation 8 to calculate heat flux. This allows the heat transfer through the plate to be measured without interference from heat loss through the insulation.
Three different plate materials were tested: (1) 0.762-mm-thick naval brass 464 (2) 0.2-mmthick copper, and (3) 0.127-mm-thick titanium grade 2.
Calculation of heat transfer coefficient
Neglecting fouling, the theoretical overall heat transfer coefficient can be calculated using Dropwise condensation performs best at higher pressures and small temperature differentials across the plate (Rose, 2002) . Moreover, high operating pressures increase steam density which allows mechanical vapor-compression (MVC) desalination systems to use smaller compressors.
Heat transfer enhancement techniques
Active and passive heat transfer enhancement techniques for heat exchangers have been investigated intensively (Bergles, 2002) . Fourth-generation heat transfer technology involves simultaneous application of several techniques to produce an enhancement larger than the individual techniques operating separately. Dropwise condensation has been studied for the past 60 years (Rose, 2002) . Experiments with brass tubes show dropwise condensation has heat transfer coefficients 1.6-28.6 times greater than filmwise condensation (Ma et al., 2002) . The experiments reported herein enhanced heat transfer by simultaneously employing the following: (1) passive electroless Ni-P-PTFE thin-hydrophobic coating to promote dropwise condensation on the steam side and to inhibit fouling in the boiling side, (2) active forced convection circulating saturated liquid in the boiling chamber, and (3) 
Summary of experimental results
The first plate was round-dimpled 0.762-mm-thick naval brass (k = 116 W/(mּ°C)), which was roughened via sand-blasting on the liquid side to promote nucleation. The condensing metal surface was either bare (filmwise condensation) or coated with 0.635-µm-thick layer of Ni-P-PTFE (dropwise condensation). Shearing steam on the condensing surface enhanced the overall heat transfer coefficient by 1.6 times and forced liquid convection increased it by additional 1.4 times. Interestingly, excessive shearing steam reduced the overall heat transfer coefficient. Presumably, this occurred because a film formed that increased the thermal resistance across the plate and disrupted the dropwise condensation mode. Without coating, the best operating point delivered U = 16. Figure 3 shows the overall heat transfer coefficients corresponding to different temperature differences across the vertical groove plate at different constant saturated steam pressures . Forced convection is imposed in the saturated liquid side with v sat liq = 1.57 m/s. Optimal shearing steam ratio (R) (Figure 4 ) was employed.
Experimental results of vertical groove plates
The following empirical equations describe each of the curves shown in Figure 3 : 
Figure 5 presents this information graphically.
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Gerotor compressor
Injecting liquid water into the compressor allows the compression to be nearly isothermal, which minimizes energy consumption. Conventional centrifugal compressors do not allow water injection because the high-speed blades can be damaged from the impact with the droplets. In contrast, a gerotor positive-displacement compressor operates at lower speeds and has robust components that can tolerate liquid injection. Other advantages follow: (1) less expensive, (2) can be easily sized to the specific compression needs, and (3) efficient over a wide range of operating conditions. Gerotor compressors are available from StarRotor Corporation (Murphey et al., 2010) and are a key component of the MVC system because of its low energy consumption and low capital cost. 
A 25-kW gerotor compressor has been reported to have an isentropic efficiency of 84 -86% over a three-fold range in speed (1200 -3600 rpm) (Murphey et al., 2010) . The presence of salt lowers the vapor pressure of water according to the following formula (Emerson & Jamieson, 1967) , which is valid for 100 to 180 °C. 
where P = actual vapor pressure above the salt solution at temperature T (kPa) P o = vapor pressure above pure water at temperature T (kPa) S = salinity (g salt/kg solution)
Using this relationship, the required compression ratio can be calculated as a function of salt concentration, condenser temperature, and heat exchanger ΔT. Figure 7 shows the variation of compression ratio as function of salinity and ΔT. Operating point is typical of a seawater desalination system. P cond = 0.06895 MPa, T cond = 362.7 K, ΔT in 0.2 K increments.
Approach temperature in sensible heat exchangers
Compressor work (W) enters the system and exits as thermal energy in the distillate 
and using the following relationships:
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Desalination plant cost analysis
A cost analysis for a 37,850 m 3 /day seawater desalination plant is described below. The cost of the distilled water (US $/m 3 ) is the sum of (a) capital costs and (b) operating costs. The analysis described is for seawater (35,000 ppm TDS) and brackish water (~1200 ppm TDS). The major pieces of equipment required for the advanced mechanical vapor-compression desalination system and the operating conditions considered for the capital investment follow: 1. Hydrophobic latent heat exchanger: P steam = 827 kPa; T steam = 172 °C; ΔT = 0.22 °C; U = 277 kW/(m 2 ּ°C); A = 16,607 m 2 . This area is divided equally among 10 stages. 2. Sensible heat exchanger (plate-and-frame): T in = 21.1 °C; T out = 171 °C; U = 31 kW/(m 2 ּ°C); A = 16,467 m 2 . 3. Gerotor compressor: W = 3187 kW; P in = 570.2 kPa; T in = 159.7 °C; P out = 827 kPa; T out = 172 °C; η compressor = 85%; volumetric flow rate of steam after Stage 10 = 13.84 m 3 /min. 4. Electric motor: 3366 kW; totally enclosed; η motor = 96%. 5. Pump: 900 kW; 0.6 m 3 /s; 1400 kPa; η pump = 80%. 6. Degassing unit: D = 0.35 m; 7.68 kW; air flow = 0.4 m 3 /s; column height = 3 m; packing height = 2.4 m. 7. Brine injection well: A cost of $1,880,363 is estimated. This cost will vary depending on local regulations. The approach temperature of the sensible heat exchanger was optimized to minimize operating costs for a given interest rate, steam cost, and sensible heat exchanger cost. Depending upon the scenario, the approach temperature varied from 0.37 to 1.3°C, which is larger than the temperature difference in the latent heat exchanger. To elevate the temperature of the water entering the latent heat exchanger to saturation, it is necessary to inject steam. Table 1 shows different variables used to calculate the cost of product water for different scenarios. The base case is shown in bold. The total capital cost of equipment was multiplied by a Lang factor of 3.68 to estimate the fixed capital investment (FCI). (Note: This desalination system is assumed to be sold as a packaged unit, which has a lower Lang factor than a field-erected plant.) The capital cost of the purchased equipment for seawater desalination is given in Table 2 . The operating cost includes insurance, maintenance, labor, debt service, electricity, and steam. The annual maintenance and insurance costs were assumed to be 4% and 0.5% of the FCI, respectively. Labor cost was assumed to be $500,000/yr. To determine the debt service, the fixed capital investment was amortized using the ordinary annuity equation
where PV is the present value of the bond, R is the yearly cost of the bond, i is the annual interest rate, and N is the lifetime of the project (30 years). The annual operating cost is given in Table 3 . Table 4 shows the cost per m 3 of drinking water for different bond interest rates. Table 5 . Cost of water ($/m 3 ) from seawater and brackish water at varying interest rates and electricity costs using base-case assumptions (i.e., latent and sensible heat exchanger = $215/m 2 . Steam = $15.4/1000 kg). Table 5 shows the cost of water for both seawater and brackish water at varying interest rates and electricity costs. In this case, a cost of $215/m 2 for the latent and sensible heat exchanger area was considered. Steam cost was $15.4/1000 kg. The debt service for both seawater and brackish water feed increases with the interest rate and is the major contributor to the cost of water at a fixed electricity cost. The debt service and the electricity cost are the dominant costs. Figure 8 shows the costs of product water when all cost variables change while the unitary cost for the sensible heat exchanger is held constant at $161/m 2 . This is the lower bound of the unitary cost of the sensible heat exchanger. Figure 9 shows the costs of product water when all cost variables change while the unitary cost for the sensible heat exchanger is held constant at $215/m 2 . This is the mid bound of the unitary cost of the sensible heat exchanger. 
Conclusion
Traditionally, mechanical vapor-compression desalination systems are more energy intensive than reverse osmosis and require higher capital and operation costs. The present study describes recent developments in latent heat exchangers and gerotor compressors that make mechanical vapor-compression a competitive alternative to treat high-TDS waters with a robust, reliable, yet economical technology. Using base-case assumptions, fresh water can be produced at $0.51/m 3 from seawater and at $0.42/m 3 from brackish water (electricity $0.05/kWh, 5% interest, 30-year bond).
Legal notice
This desalination technology has been licensed to Terrabon, Inc. The information, estimates, projections, calculations, and assertions expressed in this paper have not been endorsed, approved, or reviewed by any unaffiliated third party, including Terrabon, Inc., and are based on the authors' own independent research, evaluation, and analysis. The views and opinions of the authors expressed herein do not state or reflect those of such third parties, and shall not be construed as the views and opinions of such third parties. The book comprises 14 chapters covering all the issues related to water desalination. These chapters emphasize the relationship between problems encountered with the use of feed water, the processes developed to address them, the operation of the required plants and solutions actually implemented. This compendium will assist designers, engineers and investigators to select the process and plant configuration that are most appropriate for the particular feed water to be used, for the geographic region considered, as well as for the characteristics required of the treated water produced. This survey offers a comprehensive, hierarchical and logical assessment of the entire desalination industry. It starts with the worldwide scarcity of water and energy, continues with the thermal -and membrane-based processes and, finally, presents the design and operation of large and small desalination plants. [which] contributes to enrich it," and described as "an essential companion...
[that] enables the reader to gain a deeper understanding of the desalination industry," this book is testament to the quality improvements we have been striving towards over the last twelve months.
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